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 RENDERING BY ANDERSON ILLUSTRATION

8D BUILDING ADDITION

8D INTERIOR RENOVATIONS
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8B BUILDING ADDITION
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FLAG

UNIV
ERSITY

OF

WISCONSIN

HOSPITAL

PARKIN
G RAMP

"A" WING
"B" WING

"D
" W

ING

CONTRACTOR PARKING BY PERMIT,
COORDINATE WITH OWNER

CONTRACTOR TRAILER
(IF NEEDED)

PROJECT
LOCATION

PROJECT LOCATION

CONSTRUCTION CRANE LOCATION
MOBILE CRANES WILL BE USED

LOCATIONS TO BE APPROVED BY
OWNER

CONSTRUCTION CRANE LOCATION
MOBILE CRANES WILL BE USED
LOCATIONS NEED TO BE APPROVED BY OWNER

PROPOSED MATERIAL
LIFT LOCATION

CONSTRUCTION ACCESS ROUTE

MR
I

MR
I

SITE PLAN GENERAL NOTES
1. ON SITE PARKING PROVIDED FOR CONTRACTORS BY PERMIT, COORDINATE WITH OWNER.

2. CONTRACTOR TO PROVIDE CONSTRUCTION BARRIER FENCE, TRAFFIC CONTROL, SIGNAGE AND OTHER TEMPORARY CONSTRUCTION, COORDINATE WITH OWNER.

3. REMOVE, PROTECT AND REPLACE ALL EXTERIOR ITEMS (i.e. PLANTERS, LANDSCAPING ITEMS, ETC.) WITHIN THE LIMITS OF CONSTRUCTION.  COORDINATE WITH OWNER.

4. MAINTAIN BUILDING EXIT PATHS AT ALL TIMES DURING DEMOLITION AND CONSTRUCTION.

5. CRANE OPERATOR SHALL MAINTAIN COMMUNICATION WITH THE UW HOSPITAL, VA HOSPITAL AND THE HELIPAD WHILE CRANE IS IN USE.

6. CRANE OPERATOR SHALL MAINTAIN COMMUNICATION WITH THE VA EMERGENCY DEPARTMENT AND WILL STOP OPERATION WHILE AMBULANCE IS TRANSPORTING PATIENTS.

7. CRANE OPERATIONS SHALL BE COORDINATED WITH MRI USAGE IN ADJACENT AREAS.

8. CONTRACTOR TO PROVIDE ALL UTILITIES TO TRAILER (POWER, DATA, TELEPHONE, ETC) COORDINATED WITH OWNER.

9.DUE TO THE PROXIMITY OF BUILDING AIR INTAKES, THERE WILL BE TIMES THE CRANE(S) MAY BE REQUIRED TO BE TURNED OFF & NOT LEFT IDLING.
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AD-109B PARTIAL DEMOLITION FLOOR PLAN - LEVEL 9 - WING B
AD-109D PARTIAL DEMOLITION FLOOR PLAN - LEVEL 9 - WING D
AD-400 PARTIAL DEMOLITION EXTERIOR ELEVATION - LEVEL 8 & 9
AD-401 PARTIAL DEMOLITION EXTERIOR ELEVATION - LEVEL 8 & 9
AD-402 PARTIAL DEMOLITION EXTERIOR ELEVATION - LEVEL 8 & 9
AS-107A PARTIAL FLOOR PLAN AND REFLECTED CEILING PLAN - LEVEL 7 - WING A
AS-108 OVERALL DIMENSION FLOOR PLAN - LEVEL 8
AS-108A PARTIAL DIMENSION FLOOR PLAN - LEVEL 8 - WING A
AS-108B PARTIAL DIMENSION FLOOR PLAN - LEVEL 8 - WING B
AS-108D PARTIAL DIMENSION FLOOR PLAN - LEVEL 8 - WING D
AS-108T (NOT USED)
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AS-560 EXTERIOR WALL DETAILS
AS-570 EXTERIOR WALL DETAILS
AS-580 EXTERIOR WALL DETAILS
AS-590 EXTERIOR WALL DETAILS
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AS-620 STAIR, RAILING & EXP JT DETAILS
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AS-722 ENLARGED PLANS & INTERIOR ELEVATIONS - ICU STAFF SUPPORT
AS-723 ENLARGED PLANS & INTERIOR ELEVATIONS
AS-724 ENLARGED PLANS & INTERIOR ELEVATIONS - ICU STAFF SUPPORT
AS-725 INTERIOR ELEVATIONS-LEVEL 8- WING B
AS-726 INTERIOR ELEVATIONS-LEVEL 8-WING B
AS-730 ENLARGED PLANS & INTERIOR ELEVATIONS - SPD - DECONTAM
AS-731 ENLARGED PLANS & INTERIOR ELEVATIONS - SPD - PREP/PACK
AS-732 ENLARGED PLANS & INTERIOR ELEVATIONS - SPD
AS-800 PARTITION TYPES
AS-810 DOOR SCHEDULE, TYPES & DETAILS
AS-811 SIGNAGE SCHEDULE, TYPES & DETAILS
AS-820 INTERIOR DETAILS
AS-821 INTERIOR DETAILS
AS-830 INTERIOR DETAILS
AS-908A PARTIAL FFE FLOOR PLAN - LEVEL 8 - WING A
AS-908B PARTIAL FFE FLOOR PLAN - LEVEL 8 - WING B
AS-908D PARTIAL FFE FLOOR PLAN - LEVEL 8 - WING D
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PROJECT LOCATION MAP

SHEET INDEX - VOLUME 2 OF 2
E107 PARTIAL SEVENTH FLOOR PLAN - ELECTRICAL
E108 EIGHTH FLOOR PLAN - OVERALL - ELECTRICAL
E110 PENTHOUSE ROOF PLAN - ELECTRICAL
EL208A EIGHTH FLOOR PLAN - AREA A - LIGHTING
EL208B EIGHTH FLOOR PLAN - AREA B - LIGHTING
EL208D EIGHTH FLOOR PLAN - AREA D - LIGHTING
EP208A EIGHTH FLOOR PLAN - AREA A - POWER & FIRE ALARM
EP208B EIGHTH FLOOR PLAN - AREA B - POWER & FIRE ALARM
EP208D EIGHTH FLOOR PLAN - AREA D - POWER & FIRE ALARM
EL209A PENTHOUSE FLOOR PLAN - AREA A - LIGHTING
EL209B PENTHOUSE FLOOR PLAN - AREA B - LIGHTING
EP209A PENTHOUSE FLOOR PLAN - AREA A - POWER & FIRE ALARM
EP209B PENTHOUSE FLOOR PLAN - AREA B - POWER & FIRE ALARM
EP209D ROOF PLAN - AREA D - POWER & FIRE ALARM
E300 ENLARGED PLANS
E301 ENLARGED PLANS
E400 ELECTRICAL ONE LINE DIAGRAMS - SYMBOLS
E401 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - NORMAL
E402 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - CRITICAL
E403 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - LIFE SAFETY
E404 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - EQUIPMENT
E405 ELECTRICAL ONE LINE DIAGRAMS - A/B WINGS - EQUIPMENT
E406 ELECTRICAL ONE LINE DIAGRAMS - D WING - 480/277V NORMAL
E407 ELECTRICAL ONE LINE DIAGRAMS - D WING - 208/120V NORMAL
E408 ELECTRICAL ONE LINE DIAGRAMS - D WING - 208/120V CRITICAL
E409 ELECTRICAL ONE LINE DIAGRAMS - D WING - 480/277V EQUIPMENT
E500 LIGHTING DETAILS
E510 POWER & FIRE ALARM DETAILS
E511 POWER & FIRE ALARM DETAILS
E512 POWER AND FIRE ALARM DETAILS
E600 LIGHTING SCHEDULES
E610 POWER & FIRE ALARM SCHEDULES
E611 POWER & FIRE ALARM SCHEDULES
E612 POWER & FIRE ALARM SCHEDULES
E613 POWER & FIRE ALARM SCHEDULES
E614 POWER & FIRE ALARM SCHEDULES
E615 POWER & FIRE ALARM SCHEDULES

TECHNOLOGY
T000 SYMBOLS, ABBREVIATIONS & SHEET INDEX
T208A EIGHTH FLOOR PLAN - AREA A - TECHNOLOGY
T208B EIGHTH FLOOR PLAN - AREA B - TECHNOLOGY
T208D EIGHTH FLOOR PLAN - AREA D - TECHNOLOGY
T209A PENTHOUSE FLOOR PLAN - AREA A - TECHNOLOGY
T209B PENTHOUSE FLOOR PLAN - AREA B - TECHNOLOGY
T300 ENLARGED PLANS
T400 TECHNOLOGY ONE LINE DIAGRAM
T500 TECHNOLOGY DETAILS
T501 TECHNOLOGY DETAILS
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FIRE PROTECTION
FP-000 FIRE PROTECTION COVER SHEET
FPD-107A FIRE PROTECTION DEMOLITION PLAN - LEVEL 7 - WING A
FPD-108A FIRE PROTECTION DEMOLITION PLAN - LEVEL 8 - WING A
FPD-108B FIRE PROTECTION DEMOLITION PLAN - LEVEL 8 - WING B
FPD-108D FIRE PROTECTION DEMOLITION PLAN - LEVEL 8 - WING D
FPD-109A FIRE PROTECTION DEMOLITION PLAN - LEVEL 9 - WING A
FP-108A FIRE PROTECTION PLAN - LEVEL 8 - WING A
FP-108B FIRE PROTECTION - LEVEL 8 - WING B
FP-108D FIRE PROTECTION - LEVEL 8 - WING D
FP-109A FIRE PROTECTION - LEVEL 9 - WING A
FP-109B FIRE PROTECTION - LEVEL 9 - WING B

PLUMBING
P-000 SCHEDULES, DETAILS AND SYMBOLS
PD-107A PLUMBING DEMOLITION PLAN - LEVEL 7 - WING A
PD-107B PLUMBING DEMOLITION PLAN - LEVEL 7 - WING B
PD-107D PLUMBING DEMOLITION PLAN - LEVEL 7 - WING D
PD-108A PLUMBING DEMOLITION PLAN - LEVEL 8 - WING A
PD-108B PLUMBING DEMOLITION PLAN - LEVEL 8 - WING B
PD-108D PLUMBING DEMOLITION PLAN - LEVEL 8 - WING D
PD-109A PLUMBING DEMOLITION PLAN - LEVEL 9 - WING A
PD-109B PLUMBING DEMOLITION PLAN - LEVEL 9 - WING B
PL-107A PLUMBING PLAN - LEVEL 7 - WING A
PL-107B PLUMBING PLAN - LEVEL 7 - WING B
PL-107D PLUMBING PLAN - LEVEL 7 - WING D
PL-108A PLUMBING PLAN - LEVEL 8 - WING A
PL-108B PLUMBING PLAN - LEVEL 8 - WING B
PL-108D PLUMBING PLAN - LEVEL 8 - WING D
PL-109A PLUMBING PLAN - LEVEL 9 - WING A
PL-109B PLUMBING PLAN - LEVEL 9 - WING B
PL-500 PLUMBING SCHEDULES
PL-600 DETAILS
PL-601 ENLARGED PLUMBING PLANS - SPD DECONTAM
PL-700 ISOMETRICS AREA D
PL-701 WASTE & VENT ISOMETRICS AREA A
PL-702 WATER SUPPLY ISOMETRICS AREA A
PL-703 WASTE & VENT ISOMETRICS AREA B
PL-704 WATER SUPPLY ISOMETRICS AREA B

MECHANICAL
MI-000 ABBREVIATIONS, SYMBOLS AND GENERAL NOTES
MD-107D LEVEL 7 - DEMOLITION
MD-108A LEVEL 8 A - DEMOLITION
MD-108B LEVEL 8 B - DEMOLITION
MD-108D LEVEL 8 D - DEMOLITION
MD-109A LEVEL 9 A - DEMOLITION
MD-109B LEVEL 9 B - DEMOLITION
MH-107D LEVEL 7 - HVAC
MH-108A LEVEL 8A - HVAC
MH-108B LEVEL 8B - HVAC
MH-108D LEVEL 8D - HVAC
MH-109A LEVEL 9 A - HVAC
MH-109B LEVEL 9 B - HVAC
MH-109D LEVEL 9 D - HVAC
MM-401 ENLARGED PENTHOUSE - AREA A
MM-402 ENLARGED PENTHOUSE - AREA B
MM-403 PENTHOUSE SECTIONS - AREA A
MM-404 PENTHOUSE SECTIONS - AREA B
MM-501 DETAILS
MM-502 DETAILS
MM-503 DETAILS
MM-504 DETAILS
MM-601 SCHEDULES
MM-602 SCHEDULES
MM-603 SCHEDULES

ELECTRICAL
E000 SYMBOLS, ABBREVIATIONS & SHEET INDEX
ED208A EIGHTH FLOOR PLAN - AREA A - ELECTRICAL DEMOLITION
ED208B EIGHTH FLOOR PLAN - AREA B - ELECTRICAL DEMOLITION
ED208D EIGHTH FLOOR PLAN - AREA D - ELECTRICAL DEMOLITION
ED209A NINTH FLOOR PLAN -  AREA A - ELECTRICAL DEMOLITION
ED209B NINTH FLOOR PLAN - AREA B - ELECTRICAL DEMOLITION
E100 PARTIAL BASEMENT FLOOR PLAN - ELECTRICAL
E104 PARTIAL FOURTH FLOOR PLAN
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CART PREP
SURGERY

PHASING PLAN NOTES:
1. CONSTRUCTION PHASING IS THE RESPONSIBILITY
OF THE CONTRACTOR BUT MUST BE ACCEPTED BY
THE VA.  THESE DIAGRAMS ARE MEANT TO BE A
GUIDELINE TO STEP THE CONTRACTOR THROUGH
THE AVAILABILITIES OF SPACES TO BE RENOVATED.

2.  CONTRACTOR SHALL MAINTAIN HOSPITAL
UTILITIES AND NORMAL OPERATIONS DURING
CONSTRUCTION PHASES IN ALL AREAS NOT
INVOLVED WITH THE CURRENT PHASE.  SEE
SPECIFICATIONS FOR UTILITY SHUTDOWN CRITERIA.

3. REVIEW AND COMPLY WITH OWNER'S ICRA & ILS
PROCEDURES & RESPONSIBILITIES.

RENOVATION

ADDITION

INTERIM

PHASE 1:  HAZARDOUS
MATERIALS ABATEMENT

TEMPORARY
SURGERY SUPPORT
-SPACE WILL BE OCCUPIED UNTIL END OF PHASE 1.
-RENOVATION OF THIS SPACE OCCUR DURING PHASE 2.

MAINTAIN SICU OCCUMPANCY
UNTIL END OF PHASE 1.

PHASE 1:  BUILD 8A
ADDITION

PHASE 1:  BUILD 8D ADDITION

PHASE 1: RENOVATE 8A &
BUILD 8D INTERIORS

PHASE 1A:
-BUILD NEW PENTHOUSE STAIR AND
NEW DATA ROOM
-MINIMIZE DATA DISRUPTION TIME

EXISTING DATA
ROOM

PHASE 2:  RENOVATE 8A
& BUILD 8B INTERIORS

PHASE 2:  BUILD
8B ADDITION

PHASE 2:  HAZARDOUS
MATERIAL ABATEMENT

PHASE 1:  BUILD 9A
PENTHOUSE ADDITION

PHASE 2: BUILD 9B
PENTHOUSE ADDITION

PHASING PLAN REVISION NOTE:
1. PHASING HAS BEEN REVISED AND SIMPLIFIED.
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 1" = 40'-0"1 PHASING PLAN - LEVEL 8 - PHASE 1
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SYMBOLS AND ABBREVIATIONS

GI-03

607-394

1

WS RA 4

A/C AIR CONDITIONING
ACS PNL ACCESS PANEL
ACT ACOUSTICAL CEILING TILE
ADDM ADDENDUM
ADJ ADJUSTABLE
ADO AUTOMATIC DOOR OPERATOR
AFF ABOVE FINISHED FLOOR
ALT ALTERNATE
ALUM ALUMINUM
ANOD ANODIZED
APPROX APPROXIMATE
ARCH ARCHITECT
AUX AUXILIARY
AVG AVERAGE

BD BOARD
BITUM BITUMINOUS
BLDG BUILDING
BLKG BLOCKING
BLKHD BULKHEAD
BM BEAM
BM BENCHMARK
BO __ BOTTOM OF ___(ITEM)___
BO BY OTHERS
BRG BEARING
BS BOTH SIDES
BT JNT BUTT JOINT
BTWN BETWEEN

CAS CARD ACCESS SYSTEM
CB CATCH BASIN
CB CONSTRUCTION BULLETIN
CF/CI CONTRACTOR FURNISHED/

     CONTRACTOR INSTALLED
CG CORNER GUARD
CH COAT HOOK
CJ CONTROL JOINT
CL CENTER LINE
CLG CEILING
CLO CLOSET
CLR CLEAR
CMU CONCRETE MASONRY UNIT
CO CASED OPENING
COL COLUMN
CONC CONCRETE
CONT CONTINUE, CONTINUOUS
CORR CORRIDOR
CPT CARPET
CRS COURSE, COURSES
CT CERAMIC TILE
CTR CENTER
CUH CABINET UNIT HEATER

DBL DOUBLE
DEFS DIRECT-APPLIED EXTERIOR

    FINISH SYSTEM
DEMO DEMOLITION
DEP DEPRESSED
DF DRINKING FOUNTAIN
DIA DIAMETER
DIAG DIAGONAL
DIM DIMENSION
DISP DISPENSER
DIV DIVISION
DN DOWN
DR OPNGDOOR OPENING
DS DOWNSPOUT
DT DRAIN TILE
DW DISHWASHER
DWG DRAWING
DWR DRAWER

EA EACH
EIFS EXTERIOR INSULULATION FINISH SYSTEM
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRIC / ELECTRICAL
ELEV ELEVATOR
EMER EMERGENCY
EP ELECTRICAL PANEL
EQ EQUAL
EQUIP EQUIPMENT
ES ELECTRIC STRIKE
ETR EXISTING TO REMAIN
EWC ELECTRIC WATER COOLER
EXH FN EXHAUST FAN
EXIST EXISTING
EXP EXPANSION
EXPO EXPOSED
EXT EXTERIOR

FA FIRE ALARM
FD FLOOR DRAIN
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FINISH FACE
FGL FIBERGLASS
FHC FIRE HOSE CABINET
FIN FINISH
FIXT FIXTURE
FL FLOOR LINE
FLR FLOOR
FLUOR FLUORESCENT
FO __ FACE OF ____(ITEM)____
FOF FACE OF FINISH
FOM FACE OF MASONRY
FP FIREPROOF, FIRE PROTECTION
FR FRAME
FT FOOT OR FEET
FTG FOOTING
FURG FURRING
FV FIELD VERIFY

GA. GAGE
GAL GALLON
GALV GALVANIZED
GB GRAB BAR
GC GENERAL CONTRACTOR
GFRC GLASS FIBER REINFORCED CONCRETE
GFRG GLASS FIBER REINFORCED GYPSUM
GL GLASS
GYP BD GYPSUM BOARD

HB HOSEBIBB
HDW HARDWARE
HDWD HARDWOOD
HM HOLLOW METAL
HORIZ HORIZONTAL
HP HORSE POWER
HR HOUR
HTR HEATER
HVAC HEATING, VENTILATION & AIR

CONDITIONING

ID INSIDE DIAMETER
IN INCH
INCL INCLUDE, INCLUDING
INT INTERIOR

JAN JANITOR
JNT JOINT

KO KNOCK OUT
KS KNEE SPACE

L LENGTH, LONG
LAV LAVATORY
LBS POUND(S)
LKR LOCKER
LT WT LIGHTWEIGHT

MAS MASONRY
MATL MATERIAL
MAX MAXIMUM
MECH MECHANICAL
MED MEDIUM
MFR MANUFACTURER
MH MANHOLE
MID MIDDLE
MIN MINIMUM
MIRR MIRROR
MISC MISCELLANEOUS
MO MASONRY OPENING
MSB MOP SERVICE BASIN
MTD MOUNTED
MTL. METAL

NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NTS NOT TO SCALE

O/ OVER
OA OVERALL
OC ON CENTER
OD OUTSIDE DIAMETER
OF/CI OWNER FURNISHED/CONTRACTOR

INSTALLED
OFD OVERFLOW DRAIN
OH OVERHEAD
OPNG OPENING
OPP OPPOSITE

PED PEDESTAL
PERIM PERIMETER
PL PLATE
PL PROPERTY LINE
PLAM PLASTIC LAMINATE
PLBG PLUMBING
PLYWD PLYWOOD
PNL JNT PANEL JOINT
POC POINT OF CONNECTION
PR PAIR
PREFAB PREFABRICATED
PRELIM PRELIMINARY
PRKG PARKING
PSF POUNDS PER SQUARE FOOT
PT PAINT
PTD PAPER TOWEL DISPENSER
PTDR PAPER TOWEL DISPENSER

   WITH RECEPTACLE
PTM PATCH TO MATCH

QT QUARRY TILE
R RADIUS
R RISER
RA RETURN AIR
RD ROOF DRAIN
REF REFERENCE
REF REFRIGERATOR
REFL REFLECTED
REINF REINFORCED
REQD REQUIRED
REV REVISION
RFI REQUEST FOR INFORMATION
RM ROOM
RO ROUGH OPENING
ROW RIGHT OF WAY
RTU ROOF TOP UNIT
RWP RIGID WALL PROTECTION

SAB SOUND ATTENUATION BATTS
SAG SUPPLY AIR GRILLE
SC SOLID CORE
SCHED SCHEDULE
SD SOAP DISPENSER
SECT SECTION
SHR SHOWER
SHT SHEET
SHT MTL SHEET METAL
SHV SHELF, SHELVING
SIM SIMILAR
SND SANITARY NAPKIN DISPENSER
SNDU SANITARY NAPKIN DISPOSAL UNIT
S&P SHELF & POLE
SPEC SPECIFICATION
SPKR SPEAKER
SQ SQUARE
SS SOLID SURFACING
SSK SERVICE SINK
SST STAINLESS STEEL
STC SOUND TRANSMISSION COEFFICIENT
STD STANDARD
STL STEEL
STOR STORAGE
STRUCT STRUCTURAL
SUSP SUSPENDED

T TREAD
TEMP TEMPORARY
T&G TONGUE & GROOVE
THK THICKNESS
TLT TOILET
TO __ TOP OF ___(ITEM)___
TOC TOP OF CONCRETE
TOF TOP OF FOOTING
TOP TOP OF PAVEMENT
TOS TOP OF STEEL
TOW TOP OF WALL
TPD TOILET PAPER DISPENSER
TYP TYPICAL

UC UNDER CABINET
UCR UNDERCOUNTER REFRIG.
UL UNDERWRITERS LABORATORY
UNO UNLESS NOTED OTHERWISE
UR URINAL

VAV VARIABLE AIR VOLUME
VB VAPOR BARRIER
VCT VINYL COMPOSITION TILE
VERT VERTICAL
VEST VESTIBULE
VIF VERIFY IN FIELD
VR VAPOR RETARDER
VWC VINYL WALL COVERING

W/ WITH
WC WATERCLOSET
WD WOOD
WF WIDE FLANGE
WH WATER HEATER
W/O WITHOUT
WS WORK STATION
WWF WELDED WIRE FABRIC
WWM WELDED WIRE MESH

YD YARD(S)

ABBREVIATIONS THROUGHOUT THE DOCUMENTS THESE ABBREVIATIONS ARE USED TO DESCRIBE PARTIES,
MATERIALS, WEIGHTS, OR DIRECTIONS RELATED TO THE CONTRACT DOCUMENTS.

SYMBOL IDENTIFICATION

SYMBOL NAME SYMBOL MARK NOTES

DRAWING NUMBER
SHEET NUMBER

DETAIL REFERENCE

DETAIL MANUAL SHEET NUMBERDETAIL MANUAL
REFERENCE

DRAWING NUMBER
SHEET NUMBERSECTION REFERENCE

21-101

FLOOR PLAN
KEY NOTE REFERENCE FLOOR PLAN

KEY NOTE NUMBER

DEMOLITION PLAN
KEY NOTE REFERENCE DEMOLITION PLAN

KEY NOTE NUMBER

NEW STRUCURAL
GRID-LINE REFERENCE

GRID-LINE
NUMBER OR LETTER

EXISTING STRUCURAL
GRID LINE REFERENCE

EXISTING GRID-LINE
NUMBER OR LETTER

SYMBOL NAME SYMBOL MARK NOTES

ROOM REFERENCE ROOM NAME
ROOM NUMBER

CEILING HEIGHT
REFERENCE CEILING HEIGHT

REVISION REFERENCE
REVISION NUMBER
REVISION PACKAGE

REVISION CLOUD REVISION CLOUD

DOOR REFERENCE DOOR NUMBER

PARTITION NUMBERPARTITION TYPE
REFERENCE

1
A1-01

1
A1-01

OFFICE
0102

1

1

01
02

A

8'-0"

1A

1
ADD.

A

ELEVATION
REFERENCE

SHEET NUMBER
DRAWING NUMBERA1-01 2221

A

REFLECTED CEILING PLAN
KEY NOTE REFERENCE

REFLECTED CEILING PLAN
KEY NOTE NUMBER

1

FLOOR PLAN
ELEVATION
TARGET

FLOOR ELEVATION

BUILDING
SECTION
ELEVATION
TARGET

REMARK LINE 2
T.O. PRECAST
CONC. PARAPET
EL. +100'-0"

REMARK LINE 1

TARGET ELEVATION

EL.

FLOOR FINISH
MATERIAL
REFERENCE

MATERIAL CODE
REMARK

CONSTRUCTION BULLETIN
REVISION NUMBER
REVISION PACKAGE

1
CB.

MATERIAL IDENTIFICATION

ACOUSTIC TILE

ALUMINUM

BRICK

CMU

CMU
(SOLID-FILLED)

CONCRETE
(CAST-IN-PLACE)

CONCRETE
(PRE-CAST)

EARTH

GRAVEL, BACKFILL

MORTAR. MUDSET

PLYWOOD

RIGID INSULATION

SEMI-RIGID INSULATION

SPRAY-ON
FIREPROOFING

STEEL

TILE

WOOD



C.J.

B7112CB7112B

No. 3

B7111

B7
05

3

B7
11

2A
B7

1 1
3

B7052B

B7112D

B7052A

60/62_

40/48_

20/24 20/24

No. 3

10

9

8

D7229

P-TUBE
STATION

P-TUBE
STATION

P-TUBE

STATION

NOURISH
ALCOVE
A7022

A7044

A7045

A7042 A7040 A7038 A7036 A7034 A7032 A7030 A7024

A7246

A7037
A7035 A7031

A7029 A7027 A7025

A7244

A7247

A7023

A7020 A7018 A7016 A7014 A7012 A7010 A7008 A7006 A7004 A7002

A7242

A7019 A7017
A7015

A7013 A7011

.

A7007 A7005

A7241

A7245

A7001

A7003

A7240

.

A7242A A7242B

A7243

A7009
A7021

D7226

D7223

D7217

D7216

D7220

D7212

D7209S

D7210C

D7210E

D7230

D7229

D7228

D7253

D7224

D7222

D7221

D7219

D7215

D7213

D7211

D7218

-

D7214

D7210

D7205

D7203

D7251

D7252

D7201

D7250

D7202

D7204

D7204A

D7200

D7207

D7208
D7210D

____________
____________ ____________

PACUPACU
CUBICLE 3
PACUPACU

CUBICLE 1 CUBICLE 2
PACU
CUBICLE 6 CUBICLE 7CUBICLE 4

PACU
CUBICLE 5

PACU

CHART

PREP/PH2
ROOM 7

PREP/PH2
ROOM 8

LINEN

PREP/PH2
ISOLATION 12

PREP/PH2
ISOLATION 11

PREP/PH2
ROOM 1

PREP/PH2
ROOM 2

WAITING
AREA

RECEPTION
DESK

PREP/PH2
ROOM 5

PREP/PH2
ROOM 6

PREP/PH2
ROOM 3

PREP/PH2
ROOM 4

PACU
ISOLATION 8

NURSE
STATION

CLEAN
SUPPLY

SOILED
HOLDING

STAFF
TOILET

ROOM 10

LINEN

CHART

PREP/PH2 NURSE
STATION

PATIENT
TOILET

STAFF
LOUNGE

EQUIPMENT
STORAGE

PREP/PH2
ROOM 9

STORAGE

PHYSICIAN
DICTATION

SPECIALTY
EQUIPMENT

TOILET
PUBLIC

ROOM
CONSULT

.

.

STAFF
TOILET

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

ELEC

HSKG

PASSAGE PASSAGE

BARIATRIC
PATIENT T/S

____________

EQUIPMENT
ALCOVE

SCRUB

EQUIPMENT

OR 5

STERILE

ALCOVE

GENERAL

WORKROOM

FILM

ROOM

ANESTHESIA

MEDS

HSKP

EQUIPMENT
ALCOVE

SCRUB

SPECIALTY
OR 1

SCRUB

OR 4

SPECIALTY

STORAGE

SPECIALTY

OR 3

EQUIPMENT
ALCOVE

GENERAL
OR 2

SUB-STERILE

WORKROOM

NURSE

STATION
CONTROL

MGR OFFICE

OFFICE
ANESTHESIA

STERILE
SUPPLY

CLEAN CASE
CART STOR.

(FUTURE OR 6)

SOILED
HOLDING

EQUIPMENT
ALCOVE

SOILED
HOLDING

COMM

STAIR_______

-

-

CORRIDOR

CORRIDOR

CORRIDOR

SCRUB/ EQUIP.
ALCOVE

EQUIPMENT___
ALCOVE______

PUMP
ROOM

ANESTHESIA

COMMCONTROL
ROOM

EQUIPMENT
ROOM

SOILED
CART LIFT
D7208L

CART LIFT
D7209L

CLEAN

ALIGN

B
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6.  MEANS OF EGRESS
* CAPACITY  I-2, INPATIENT SLEEPING:  120 SF/PERSON
* CAPACITY  I-2, INPATIENT TREATMENT:  240 SF/PERSON
* CAPACITY I-2, OUTPATIENT AREAS:  100 SF/PERSON
* CAPACITY B, BUSINESS:  100 SF/PERSON
* CAPACITY A-2, ASSEMBLY:  15 SF/PERSON
* CAPACITY A-3, ASSEMBLY:  15 SF/PERSON
* CAPACITY F, FACTORY (MECHANICAL):  300 SF/PERSON
* CAPACITY S-2, STORAGE:  300 SF/PERSON
* WIDTH:  0.3"/PERSON STAIRS, SPRINKLERED

0.2"/PERSON HORIZONTAL, SPRINKLERED
* GROUP I-2 DEAD END CORRIDOR = 20'-0" MAX
* GROUP I-2 COMMON PATH OF TRAVEL = 75'-0" MAX
* GROUP I-2 EXIT TRAVEL DISTANCE = 200 FT FROM MOST REMOTE POINT IN ROOM
* GROUP I-2 ARRANGEMENT, NON-SLEEPING SUITES:

- 10,000 SF MAX
- 2,500 SF MAX (ONE MEANS OF EGRESS)

* GROUP I-2 ARRANGEMENT, SLEEPING SUITES:
- 5,000 SF MAX
- 1,000 SF MAX (ONE MEANS OF EGRESS)

7.  PROTECTION AND RATED CONSTRUCTION
* (2) SMOKE COMPARTMENTS PER FLOOR (I-2 ONLY)
* 22,500 SF (MAX) SMOKE COMPARTMENT SIZE (I-2 ONLY)
* 200 FT (MAX) TRAVEL DISTANCE TO SMOKE COMPARTMENT DOOR (I-2 ONLY)
* SHAFT AND EXIT ENCLOSURES - ONE STORY (FIRE BARRIERS) = 1 HOUR
* SHAFT AND EXIT ENCLOSURES - OVER ONE STORY (FIRE BARRIERS) = 2 HOURS
* SMOKE BARRIERS = 1 HOUR SMOKE TIGHT (FIRE PARTITIONS)
* CORRIDOR WALLS = 0 HOUR SMOKE TIGHT (FIRE PARTITIONS)
* HAZARDOUS AND INCIDENTAL USE AREAS PER IBC 302.1.1 AND NFPA 18.3.2.1

8.  FIRE RESISTIVE REQUIREMENTS
 Sprinkled Un-sprinkled
* Primary Structural Frame: 3 hr N/A (601, NFPA 220)
Note:  Roof supports:  Fire-resistance ratings of primary structural frame and bearing walls are permitted to
be reduced by 1 hour where supporting a roof only.
* Bearing walls

Exterior 3 hr N/A (601, NFPA 220)
Interior 3 hr N/A (601, NFPA 220)

Note:  Roof supports:  Fire-resistance ratings of primary structural frame and bearing walls are permitted to
be reduced by 1 hour where supporting a roof only.
* Nonbearing walls and partitions

Exterior 0 hr N/A (601, NFPA 220)
Interior 0 hr N/A (601, NFPA 220)

* Floor construction and secondary members:
 2 hr N/A (601, NFPA 220)
* Roof construction and secondary members

1 1/2 hr N/A (601, NFPA 220)

9.  OCCUPANT LOAD
* MAXIMUM FLOOR AREA ALLOWED 
8th Floor:  Sleeping: 12,080/120 = 100          (1004.1.1)

Accessory stor./mech: 11,532 /300 = 100          (1004.1.1)
Assembly, unconcentrated: 1,670/15 = 111          (1004.1.1)
Business:  20,504/100 = 205          (1004.1.1)

* MEANS OF EGRESS:
Stairs: Min. Width:  44”-48” for accessible 1007.3             (1009.1)

Min. Tread Depth:  7”          (1009.4.2)
Max. Riser Height:  11”          (1009.4.2)

Egress Width (Inches per Occupant):               (1005.1)
Stairways:  0.3” / Occupant
Doors/Ramps/Corridors: 0.2” / Occupant 

Handrail Height:  34-38” AFF               (1012.2)
Guardrail Height:  42” AFF             (1013.2)

This project will follow the Codes, Standards and Executive Orders as described in
the VHA Program Guide PG-18-3.

1.  APPLICABLE CODES
* NFPA LIFE SAFETY CODE (LATEST EDITION)
* IBC INTERNATIONAL BUILDING CODE (LATEST EDITION)
EXISTING BUILDING CODE ANALYSIS HAS BEEN PROVIDED BY THE OWNER.

2.  USE AND OCCUPANCY CLASSIFICATIONS
* SEPARATED AND NON-SEPARATED MIXED USE:
* NFPA 101

NEW HEALTHCARE OCCUPANCY
EXISTING HEALTHCARE OCCUPANCY
NEW ASSEMBLY OCCUPANCY
EXISTING ASSEMBLY OCCUPANCY
EXISTING AMBULATORY OCCUPANCY
EXISTING BUSINESS OCCUPANCY
STORAGE OCCUPANCY

* IBC I-2 INSTITUTIONAL
A-2  ASSEMBLY
A-3 ASSEMBLY
B BUSINESS
F FACTORY
S-2 STORAGE

3.  TYPES OF CONSTRUCTION
* EXISTING AND NEW BUILDING ADDITIONS:

- IBC TYPE IA
- NFPA TYPE I (332)

4.  GENERAL BUILDING HEIGHTS AND AREAS
* ALLOWABLE AREA:  UNLIMITED
* ALLOWABLE HEIGHT:  UNLIMITED

5.  FIRE PROTECTION SYSTEMS
* EXISTING BUILDING AND NEW ADDITION:

- FULLY SPRINKLERED, STANDPIPES
- FIRE ALARM, LOCALIZED SMOKE DETECTION

6.  MEANS OF EGRESS
* CAPACITY  I-2, INPATIENT SLEEPING:  120 SF/PERSON
* CAPACITY  I-2, INPATIENT TREATMENT:  240 SF/PERSON
* CAPACITY I-2, OUTPATIENT AREAS:  100 SF/PERSON
* CAPACITY B, BUSINESS:  100 SF/PERSON
* CAPACITY A-2, ASSEMBLY:  15 SF/PERSON
* CAPACITY A-3, ASSEMBLY:  15 SF/PERSON
* CAPACITY F, FACTORY (MECHANICAL):  300 SF/PERSON
* CAPACITY S-2, STORAGE:  300 SF/PERSON
* WIDTH:  0.3"/PERSON STAIRS, SPRINKLERED

0.2"/PERSON HORIZONTAL, SPRINKLERED
* GROUP I-2 DEAD END CORRIDOR = 20'-0" MAX
* GROUP I-2 COMMON PATH OF TRAVEL = 75'-0" MAX
* GROUP I-2 EXIT TRAVEL DISTANCE = 200 FT FROM MOST REMOTE POINT
IN ROOM
* GROUP I-2 ARRANGEMENT, NON-SLEEPING SUITES:

- 10,000 SF MAX
- 2,500 SF MAX (ONE MEANS OF EGRESS)

* GROUP I-2 ARRANGEMENT, SLEEPING SUITES:
- 5,000 SF MAX
- 1,000 SF MAX (ONE MEANS OF EGRESS)
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